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COURSE DESCRIPTION

The Building Envelope is the system or assembly of
components that provides environmental separation between
the conditioned space and the exterior environment. This
course will provide attendees with a general overview of
building envelope science, impacts, functions, and evolution.
How building envelope systems and materials have changed
and their impact on performance and resiliency will be
reviewed. The definition, code requirements and key concepts
for the four primary control layers (e.g., water, air, thermal &
vapor) will be explained in detail. Assembly solutions & best
practices for achieving high performance and resilient wall
systems will also be reviewed.Image Credit: Whole Building Design Guide
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LEARNING OBJECTIVES

After attending this session attendees should be able to:

§ Identify and understand primary building envelope 
systems and functions

§ Understand how building envelope systems have 
changed

§ Understand current code requirements for building 
envelopes

§ Implement current best practices for high 
performance & resilient building envelopes in their 
current projects

Image Credit: Simpson Gumpertz & Heger
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Exterior Wall: A wall, bearing or nonbearing, that is used as an
enclosing wall for a building, other than a fire wall, and that has a
slope of 60 degrees or greater with the horizontal plane.

Exterior Wall Covering: A material or assembly of materials applied
on the exterior side of exterior walls for the purpose of providing a
weather-resisting barrier, insulation or for aesthetics, including but
not limited to, veneers, siding, exterior insulation and finish systems,
architectural trim and embellishments such as cornices, soffits,
facias, gutters and leaders.

Exterior Wall Envelope: A system or assembly of exterior wall
components, including exterior wall coverings, that provides
protection of the building structural members, including framing and
sheathing materials, and conditioned interior space, from the
detrimental effects of the exterior environment.

DEFINITION(s)

Image Credit: Building Science Corporation
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§ Roof Systems

§ Above Grade Opaque Wall Systems

§ Fenestration Systems

§ Below Grade Wall Systems

§ Base Floor Systems

PRIMARY SYSTEMS

Image Credit: Whole Building Design Guide
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§ Resist Forces 

§ Provide Safety

§ Liquid Water Control

§ Air Control

§ Thermal Control

§ Water Vapor Control

§ Daylight Control

§ Beauty

§ Noise Control

§ …

PRIMARY FUNCTIONS

Image Credit: Whole Building Design Guide
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The Second Law of Thermodynamics

The second law of thermodynamics is an expression of
the universal principle of dissipation of kinetic and
potential energy observable in nature. The second law is
an observation of the fact that over time, differences in
temperature, pressure, and chemical potential tend to
even out in a physical system that is isolated from the
outside world.

THE SCIENCE
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The Second Law Simplified:

• Heat seeks cold

• Warm air rises

• Cold air sinks

• Water vapor moves from high to low pressure

• Air moves from high to low pressure

• Gravity acts down

THE SCIENCE
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THE SCIENCE
The Psychrometric Chart

70ºF @ 30% RH

70ºF @ 50% RH
37ºF

50ºF
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The Envelope’s Impact

§ Buildings account for ≈48% of our total energy use 
and carbon emissions

§ Commercial buildings account for ≈47% of the energy 
use of all buildings

§ The building envelope influences over 50% of the 
energy end use of commercial buildings

§ The building envelope of commercial buildings 
influences ≈13% of our total energy use!! 

WHY IMPROVE THE BUILDING ENVELOPE?

Image Credit: US Energy Information Administration

Image Credit: Architecture 2030 Challenge
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§ It works 24/7/365

§ It is one of the longest service life components of a 
building

§ It is a passive system
§ Contributes to passive sustainability and resilience

§ Improved performance can potentially allow for the 
reduction or elimination of active systems

WHY IMPROVE THE BUILDING ENVELOPE?
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§ System Complexity

§ Material Properties

§ Indoor Design Conditions

WHAT’S CHANGED?
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System Complexity

§ Increased thermal resistance

§ Change in permeability of inner & outer layers

§ Sensitivity of materials used

§ Moisture storage & redistribution capacity of 
materials

§ Increase number of layers (3D airflow networks)

WHAT’S CHANGED?

Image Credit: Payette Research
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Material Properties

§ Framing (wood & rocks to steel)

§ Sheathing (wood to OSB or Gypsum)

§ Cladding (wood & rocks to composites)

§ Interior Finish(s) (nothing to vinyl wall covering)

WHAT’S CHANGED?

Image Credit: Whole Building Design Guide
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Indoor Design Conditions

§ Air Conditioning

§ More stringent occupant comfort expectations

§ Ventilation

§ Materials Properties

WHAT’S CHANGED?

Image Credit: Whole Building Design Guide
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Water Control Layer: A system that controls the passage of
liquid water even after long or continuous exposure to moisture.

Water-Resistive Barrier: A material behind an exterior wall
covering that is intended to resist liquid water that has
penetrated behind the exterior covering from further intruding
into the exterior wall assembly.

WATER CONTROL LAYER
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Common Water Control Layer Materials

§ Self-adhered membranes

§ Fluid-applied membranes

§ Building wraps (e.g., Tyvek)

§ Integral with sheathing

§ Rigid Foam Insulations

WATER CONTROL LAYER
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Chapter 14 – Exterior Walls

Section 1402.2 Weather Protection: Exterior walls shall provide the
building with a weather-resistant exterior wall envelope. The exterior wall
envelope shall include flashing, as described in Section 1405.4. The
exterior wall envelope shall be designed and constructed in such a
manner as to prevent the accumulation of water within the wall assembly
by providing a water-resistive barrier behind the exterior veneer, as
described in Section 1404.2, and a means for draining water that enters
the assembly to the exterior.

1402.5 Vertical and lateral flame propagation: Exterior walls on
buildings of Type I, II, III or IV construction that are greater than 40 feet in
height above grade plane and contain a combustible water-resistive
barrier shall be tested in accordance with and comply with the
acceptance criteria of NFPA 285.*

WATER CONTROL LAYER
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1403.2 Water-resistive barrier: A minimum of one layer of No.15
asphalt felt, complying with ASTM D 226 for Type 1 felt or other approved
materials, shall be attached to the studs or sheathing, with flashing as
described in Section 1405.4, in such a manner as to provide a continuous
water-resistive barrier behind the exterior wall veneer.

1404.4 Flashing: Flashing shall be installed in such a manner so as to
prevent moisture from entering the wall or to redirect it to the exterior.
Flashing shall be installed at the perimeters of exterior door and window
assemblies, penetrations and terminations of exterior wall assemblies,
exterior wall intersections with roofs, chimneys, porches, decks,
balconies and similar projections and at built-in gutters and similar
locations where moisture could enter the wall. Flashing with projecting
flanges shall be installed on both sides and the ends of copings, under
sills and continuously above projecting trim.

WATER CONTROL LAYER
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Problem Statement:
“80% of all construction problems are related to water.”*  
Water intrusion accounts for more than 70% of 
construction litigation.  Approximately 65% of this 
litigation is due to construction workmanship, 25% 
design deficiencies, and 10% material failures.

WATER CONTROL LAYER
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WATER CONTROL LAYER

Key Concepts:

§ The quality of the water control material or system should 
be directly proportional to the consequence of the failure

§ Redundancy is a good thing

§ Specify water control systems, not materials

§ Mind material compatibility

§ Approximately 90% of water that hits the cladding of a 
ventilated rainscreen is drained at the cladding layer

§ Don’t forget the end-dams

Image Credit: Building Science Labs
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Air Control Layer: A system that is the primary boundary that separates
indoor (conditioned) air and outdoor (unconditioned) air. In multi-
unit/townhouse/apartment construction the air control layer also
separates the conditioned air from any given unit and adjacent units. Air
control layer systems also typically define the location of the pressure
boundary of the building enclosure.

Air Barrier: Material(s) assembled and joined together to provide a
barrier to air leakage through the building envelope. An air barrier may be
a single material or a combination of materials.

Continuous Air Barrier: A combination of materials and assemblies that
restrict or prevent the passage of air through the building thermal
envelope.

AIR CONTROL LAYER

Image Credit: McGraw Hill
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Common Air Control Layer Materials

§ Self-adhered membranes

§ Fluid-applied membranes

§ Spray foam

§ Closed cell rigid foam insulation (e.g., XPS)

§ ½” Gypsum board / gypsum sheathing

§ Any material with an air permeability ≤0.004CFM/ft2 

@ 75Pa

AIR CONTROL LAYER
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Chapter 13 – Energy Efficiency

Section 1301.1.1:  Buildings shall be designed and constructed 
in accordance with the International Energy Conservation Code. 
(i.e., IECC2018)

AIR CONTROL LAYER
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Section C402 - Building Envelope Requirements

C402.5 Air leakage (Mandatory): The thermal envelope of buildings
shall comply with Sections C402.5.1 through C402.5.8. OR shall be
tested in accordance with ASTM E 779 (or AHJ approved equivalent) at a
pressure differential of 0.3 inches water gauge (w.g.) (75 Pa) and have a
tested air leakage rate not greater than 0.40 cfm/ft2 (0.02 L/s • m2).

C402.5.1 Air barriers: A continuous air barrier shall be provided
throughout the building thermal envelope. The air barriers shall be
permitted to be located on the inside or outside of the building envelope,
located within the assemblies composing the envelope, or any
combination thereof. The air barrier shall comply with Sections
C402.5.1.1 and C402.5.1.2.

AIR CONTROL LAYER
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C402.5.1.1 Air Barrier Construction:

§ The air barrier shall be continuous for all assemblies that are the
thermal envelope of the building and across the joints and
assemblies.

§ Air barrier joints and seams shall be sealed, including sealing
transitions in places and changes in materials. The joints and seals
shall be securely installed in or on the joint for its entire length so as
not to dislodge, loosen or otherwise impair its ability to resist positive
and negative pressure from wind, stack effect and mechanical
ventilation.

§ Penetrations of the air barrier shall be caulked, gasketed or
otherwise sealed in a manner compatible with the construction
materials and location.

AIR CONTROL LAYER
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C402.5.1.2 Air Barrier Compliance Options:

C402.5.1.2.1 Materials: Materials with an air permeability no greater
than 0.004 cfm/ft2 (0.02 L/s • m2) under a pressure differential of 0.3
inches water gauge (w.g.) (75 Pa) when tested in accordance with ASTM
E 2178… Some materials are preapproved (e.g., GWB, OSB, fully
grouted CMU)

C402.5.1.2.2 Assemblies: Assemblies of materials and components
with an average air leakage not to exceed 0.04 cfm/ft2 (0.2 L/s • m2)
under a pressure differential of 0.3 inches of water gauge (w.g.)(75 Pa)
when tested in accordance with ASTM E 2357, ASTM E 1677 or ASTM E
283… Select assemblies are preapproved (e.g., sealed CMU walls & ½”
thick stucco)

AIR CONTROL LAYER
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Problem Statement:
Uncontrolled air movement can significantly reduce the 
performance of a building.  It can account for:

§ over 30% of the energy use of a building

§ 10-100 times more vapor migration than due to vapor
diffusion

§ Reduced material life

§ Microorganism growth

AIR CONTROL LAYER

Image Credit: Building Science Corporation
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Key Concepts

§ The air control layer can be located anywhere within 
the building envelope

§ The air control layer must be continuous and have 
the ability to resist positive and negative air pressures

§ Specify an air barrier system, not just materials

§ The devil is in the details.  Continuity is critical.

§ Air tightness helps with IAQ

AIR CONTROL LAYER
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Thermal Control Layer: The component or components (i.e., insulation)
that are designed and installed in an assembly to control the transfer of
thermal energy (i.e., heat).

R-Value: Quantitative measure of a material resistance to heat flow for a
unit temperature difference and a unit area. As R-value increases,
conduction through a material decreases for the same temperature
difference.

U-Value: A quantitative measure of heat flow or conductivity; the
reciprocal of R-value. While building scientists will use R-values for
measures of the resistance to heat flow for individual building materials,
U-factor is usually used as a summary metric for heat transfer through
building assemblies.

Continuous Insulation (CI): Insulation that is continuous across all
structural members without thermal bridges other than fasteners and
service openings.*

THERMAL CONTROL LAYER
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Methods of Heat Transfer

Conductive Heat Flow: The flow of heat through direct
molecular contact, either through a single material or
through multiple materials.

Convective Heat Flow: The flow of heat by molecules
(either liquid or gas) via a change in their heat content.

Radiation: The transfer of heat by electromagnetic
waves through a gas (or vacuum), and requires a line of
sight between the source and the contact surface.

THERMAL CONTROL LAYER



Building Envelope Science Fundamentals & Key Concepts

Common Insulation Materials

§ Fiberglass Batt

§ Rigid Extruded Polystyrene Foam

§ Rigid Polyisocyanurate Foam

§ Mineral Fiber Board & Batt

§ Spray Foam

§ Blown Cellulose

§ Structural Insulated Sheathing

THERMAL CONTROL LAYER
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R-Value per Inch of Common Insulation Materials

THERMAL CONTROL LAYER

Material R-Value/Inch

Fiberglass Batt ≈R-3.6

Extruded Polystyrene ≈R-5.0

Foil Faced Polyisocyanurate ≈R-6.5

Mineral Fiber ≈R-4.2

Spray Foam (closed cell)
Spray Foam (open cell)

≈R-6.4
≈R-4.1

Blown Cellulose (dense pack) ≈R-3.8
R-Value at 75°F mean temp. per ASTM C 518
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Chapter 13 – Energy Efficiency

Section 1301.1.1:  Buildings shall be designed and constructed 
in accordance with the International Energy Conservation Code. 
(i.e., IECC2018)

THERMAL CONTROL LAYER
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Chapter 26 – Plastic

Section 2603 Foam Plastic Insulation
2603.4 Thermal barrier:  Except as provided for in Sections 2603.4.1 
and 2603.9, foam plastic shall be separated from the interior of a building 
by an approved thermal barrier of 1/2-inch (12.7 mm) gypsum wallboard 
or a material that is tested in accordance with and meets the acceptance 
criteria of both the Temperature Transmission Fire Test and the Integrity 
Fire Test of NFPA 275. 

2603.5 Exterior walls of buildings of any height: Exterior walls of
buildings of Type I, II, III or IV construction of any height shall comply with
Sections 2603.5.1 through 2603.5.7… Exterior walls of buildings of Type
V construction shall comply with Sections 2603.2, 2603.3 and 2603.4.

THERMAL CONTROL LAYER
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2603.5.4 Flame spread and smoke-developed indexes: Foam plastic
insulation, exterior coatings and facings shall be tested separately in the
thickness intended for use, but not to exceed 4 inches (102 mm), and
shall each have a flame spread index of 25 or less and a smoke-
developed index of 450 or less as determined in accordance with ASTM
E 84 or UL 723.

2603.5.5 Vertical and lateral fire propagation: The exterior wall
assembly shall be tested in accordance with and comply with the
acceptance criteria of NFPA 285.

Exceptions for one-story buildings &/or protected insulation.

2603.5.7 Ignition: Exterior walls shall not exhibit sustained flaming where
tested in accordance with NFPA 268. Where a material is intended to be
installed in more than one thickness, tests of the minimum and maximum
thickness intended for use shall be performed.

Exceptions for select cladding materials.

THERMAL CONTROL LAYER
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What is NFPA 285?

§ A means to evaluate flame propagation of an exterior 

wall assembly exposed to a “typical” fire scenario

§ An assembly test, not a component test

§ Two-story test wall assembly

§ 30 minute test duration (window burner after 5 mins.)

§ Evaluates exterior, core and internal vertical &/or 

lateral flame propagation

§ A pass/fail for flame &/or heat propagation

THERMAL CONTROL LAYER

(2012)

(2009)
(2000 / 2003)
(2009)
(2012)

(2000)

IBC 2015 NFPA 285 Requirements
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Chapter 4 – Commercial Energy Efficiency

C401.2 Application. Commercial buildings shall comply with one of the 
following: 

1. The requirements of ANSI/ASHRAE/IESNA 90.1. 

2. The requirements of Sections C402 through C405 and C408. In 
addition, commercial buildings shall comply with Section C406 and 
tenant spaces shall comply with Section C406.1.1. 

3. The requirements of Sections C402.5, C403.2, C403.3 – C403.3.2, 
C403.4 – C403.4.2.3, C403.7, C403.8.1 – C403.8.4, C403.10.1 –
C403.10.3, C403.11, C403.12, C404, C405, C407, and C408. The 
building energy cost shall be equal to or less than 85 percent of the 
standard reference design building. 

THERMAL CONTROL LAYER
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Section C402 Building Envelope Requirements

C402.1 General (Prescriptive): Building thermal envelope assemblies
for buildings that are intended to comply with the code on a prescriptive
basis, in accordance with the compliance path described in Item 2 (i.e.,
IECC 2018) of Section C401.2, shall comply with the following:

§ The opaque portions of the building thermal envelope shall comply
with the specific insulation requirements of Section C402.2 and the
thermal requirements of either the R-value-based method of Section
C402.1.3; the U-, C- and F-factor-based method of Section C402.1.4;
or the component performance alternative of Section 402.1.5.

§ Fenestration in building envelope assemblies shall comply with
Section C402.4.

THERMAL CONTROL LAYER
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THERMAL CONTROL LAYER
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THERMAL CONTROL LAYER
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THERMAL CONTROL LAYER
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Section C402 Building Envelope Requirements

C402.1.4.1 Thermal resistance of cold-formed steel walls. U-factors of
walls with cold-formed steel studs shall be permitted to be determined in
accordance with Equation 4-1:

U = 1 / [Rs + (ER)] (Equation 4-1)

Rs = The cumulative R-value of the wall components along the path of
heat transfer, excluding the cavity insulation and steel studs.

ER = The effective R-value of the cavity insulation with steel studs.

THERMAL CONTROL LAYER
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THERMAL CONTROL LAYER
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THERMAL CONTROL LAYER

Rain Screen Cavity Insulation Comparison

Information presented at Carlisle 2015 Sustainable Roofing & Waterproofing Conference 
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THERMAL CONTROL LAYER

Rain Screen Cavity Insulation Comparison

Information presented at Carlisle 2015 Sustainable Roofing & Waterproofing Conference 
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THERMAL CONTROL LAYER

Rain Screen Cavity Insulation Comparison

Information presented at Carlisle 2015 Sustainable Roofing & Waterproofing Conference 
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Problem Statement:
The thermal performance requirements of our building 
enclosures has increased significantly in the last 20 
years. Increased performance requirements have 
outpaced readily available and understood solutions.  As 
a result, the actual thermal resistance of many opaque 
wall systems currently used does not achieve its 
intended thermal performance and sometimes does not 
even meet the minimum requirements of the energy 
code. 

THERMAL CONTROL LAYER

Image Credit: Knight Wall
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Problem Statement: (con’t)
Many commonly used opaque wall systems achieve only 
40-80% of their nominally rated thermal performance 
which leads to:

§ Increased Energy Use

§ Decreased Occupant Comfort

§ Decreased System Service Life 

THERMAL CONTROL LAYER

Image Credit: CCW/KWS/Dow Assembly Testing
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Key Concepts:

§ Many commonly used opaque wall systems achieve
only 40-80% of their nominally rated thermal
performance

§ There are multiple code compliant insulation options

§ Minimize thermal bridging before adding additional 
insulation

§ Insulation selection for wet and dry areas

§ Optimal effective R-Value of R-20 to R-25

THERMAL CONTROL LAYER
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Vapor Control Layer: The component (or components) that is (or are)
designed and installed in an assembly to control the movement of water
by vapor diffusion.

Vapor Retarder Class: A measure of a material or assembly's ability to
limit the amount of moisture that passes through that material or
assembly. Vapor retarder class shall be defined using the desiccant
method of ASTM E 96 as follows:

§ Class I: 0.1 perm or less.

§ Class II: 0.1 < perm ≤ 1.0 perm.

§ Class III: 1.0 < perm ≤ 10 perm.

Vapor Permeable Membrane: The property of having a moisture vapor
permeance rating of 10 perms or greater, when tested in accordance with
the desiccant method using Procedure A of ASTM E 96.

VAPOR CONTROL LAYER
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Common Vapor Control Layer Materials

§ Self-adhered membranes

§ Fluid-applied membranes

§ Polyethylene sheeting

§ Kraft paper facing

§ Any material with a vapor permeance of <10 perm

VAPOR CONTROL LAYER

Image Credit: Matt Risinger
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Chapter 14 – Exterior Walls

Section 1402.2 Weather Projection: …Protection against condensation
in the exterior wall assembly shall be provided in accordance with Section
1405.3.

1404.3.1 Class I and II Vapor Retarders: Class I or II vapor retarders
shall be provided on the interior side of frame walls in Zones 5, 6, 7, 8
and Marine 4. The appropriate zone shall be selected in accordance with
Chapter 3 of the International Energy Conservation Code.

Exceptions: 
1. Basement walls.
2. Below-grade portion of any wall.
3. Construction where moisture or its freezing will not damage the materials.
4. Conditions where Class III vapor retarders are allowed per Section 1405.3.2.

VAPOR CONTROL LAYER
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Chapter 14 – Exterior Walls

1404.3.2 Class III Vapor Retarders: Class III vapor retarders shall be
permitted where any one of the conditions in Table 1405.3.2 is met. Only
Class III vapor retarders shall be used on the interior side of frame walls
where foam plastic insulating sheathing with a perm rating of less than 1
is applied in accordance with Table 1405.3.2 on the exterior side of the
frame wall.

VAPOR CONTROL LAYER
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Problem Statement:

§ Vapor migration has been misunderstood for decades

§ The proper location for vapor retarders can be 
climate zone and seasonally specific

§ Improperly located vapor retarders can increase the 
potential for condensation

§ Vapor retarders have the potential to trap 
construction moisture and limit drying potential

VAPOR CONTROL LAYER

Image Credit: Building Science Corporation
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Key Concepts

§ The vapor control layer should be located on the 
warm side of the thermal control layer

§ The vapor control layer can be combined with other 
control layers if the location in the wall assembly 
allows

§ Care should be taken to not design multiple vapor 
retarders into a wall assembly

§ Mind construction moisture

VAPOR CONTROL LAYER
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Beauty: The quality of being pleasing, especially to look at, or
someone or something that gives great pleasure, especially
when looking at it.

The experience of "beauty" often involves an interpretation of
some entity as being in balance and harmony with nature, which
may lead to feelings of attraction and emotional well-being.
Because this can be a subjective experience, it is often said that
"beauty is in the eye of the beholder.”

BEAUTY
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BEAUTY
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“If you build the wrong thing right, it’s still wrong, right?” -
Joe Lstiburek, Building Science Corporation

SOLUTIONS



Building Envelope Science Fundamentals & Key Concepts

The Perfect Wall

§ The water, air & vapor control layer is combined and
located outside of the structure to protect the structure
and maintain continuity

§ The water, air & vapor control layer is decoupled from
the cladding and thermal control to allow the wall to work
in any climate in any season

§ The thermal control layer is moved outside of the
structure to maintain continuity & minimize thermal
bridging

§ Cladding is back vented to promote draining and drying

SOLUTIONS

Image Credit: Building Science Corporation
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SOLUTIONS
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SOLUTIONS

Windows & Storefront Systems

§ Advanced thermal breaks for improved
thermal and condensation resistance
performance

§ Thermally broken sub-frames with fin to
facilitate window installation and AVB tie-in

§ Sub-frames with snap trip options to
accommodate varying wall assemblies and
design intents



Building Envelope Science Fundamentals & Key Concepts

SOLUTIONS

Curtainwall Systems

§ Thermally broken pressure plates for improved
thermal and condensation resistance
performance

§ Silicone sheet transition from wall to
curtainwall glazing pocket

§ Snap cover options to accommodate varying
wall assemblies and design intents
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§ The building envelope influences over 50% of the energy end use 
of a commercial building

§ Establishing envelope performance targets early in design allow 
design team to maximize the tradeoffs between the envelope and 
other building systems

§ Material selection should account for performance, durability and 
compatibility

§ Water + Path + Force = Leak

§ The design and detailing of control layers should be kept as simple 
as possible, but no simpler

§ A properly designed building envelope will reduce energy use, 
improve indoor environmental quality and assembly durability

SUMMARY

Image Credit: HOK Group, Inc.
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§ Building Science Corporation

§ ASHRAE Fundamentals Handbook

§ National Institute of Building Sciences – Whole Building Design Guide

§ US Energy Information Administration

§ New Buildings Institute

§ Architecture 2030

§ Morrison Hershfield - Thermal Performance of Building Envelope 
Details (1365-RP)

§ Payette Research – Thermal Performance of Façades

REFERENCES & RESOURCES


